Abstract: Nanocellulose-modified presspaper is a promising solution to achieve cellulose insulation with better performance, reducing the risk of electrical insulation failures of a converter transformer. Predicting the dielectric properties will help to further design and improvement of presspaper. In this paper, a multivariable method was adopted to determine the effect of softwood fiber on the macroscopic performance of presspaper. Based on the parameters selected using the optimum subset method, a multiple linear regression was built to model the relationship between the fiber properties and insulating performance of presspaper. The results show that the fiber width and crystallinity had an obvious influence on the mechanical properties of presspaper, and fiber length, fines, lignin, and nanocellulose had a significant impact on the breakdown properties. The proposed models exhibit a prediction accuracy of higher than 90% when verified with the experimental results. Finally, the effect of nanocellulose on the breakdown strength of presspaper was taken into account and new models were derived.
Introduction
Presspaper is widely used in transformers because of the advantages of excellent performance, low cost, and environmental friendliness [1] [2] [3] . However, the complex and severe electric field of valve winding of converter transformers causes considerable failures of existing oilpaper materials [4] [5] [6] , threatening the reliability of the power supply. With the development of a DC ultra-high-voltage (HVDC) transmission system, such as the ±1100 kV system in China, improvement of the performance of presspaper is crucial, especially the tensile and dielectric breakdown strength. Since nanodielectrics could withstand severe conditions, nanocellulose-modified presspaper is a promising solution [7] . Predicting the performance of presspaper and nanocellulose-modified presspaper will help guide the production of high-performance presspaper, thereby reducing the risk of faults in converter transformers and improving the safety and reliability of ultra-high voltage transmission systems.
Presently, the prediction models of mechanical and electrical properties of presspaper mainly include theoretical analysis models, simulation models, and empirical models. By physical modeling of presspaper, the simulation model obtains concrete results using finite element analysis and other numerical calculation methods. For the physical modeling of insulating paper, a two-or three-dimensional fiber network model, such as the KCL-Pakka model [8] , can be built on the
Morphology Characterization
Morphologies of fibers were recorded by an Olympus BX 43 optical microscope (Olympus, Tokyo, Japan). And the related parameters were tested by L&W Fiber Tester (ABB, Kista, Sweden), including fiber length, fiber width, coarseness, fines and shape coefficient. Fines which mea fines share, are the content of the fibers ≤0.2 mm.
Chemical Composition
Parameters of chemical composition include total lignin, holocellulose, and hemicellulose content. The total lignin is the sum of acid-insoluble lignin and acid-soluble lignin, measured according to TAPPI 222om-1998. Holocellulose is the total carbohydrate fraction (cellulose and hemicellulose) of the raw material, estimated according to Wise et al. The content of hemicellulose was evaluated by the quality of the pulp dissolved in 18 wt % NaOH solution. Ash is the quality of the residue after the paper is burned, measured according to TAPPI T211om.
Crystallinity, DP, and Total Charge
XRD measurements were performed by a Rigaku RINT 2000 wide angle goniometer (Rigaku, Tokyo, Japan) in the continuous scanning mode. The X-ray source is copper K-α source working at 40 kV and 200 mA. The diffraction angle (2θ) measured ranged from 10 • to 50 • . The resolution was 0.02 • . The crystallinity index (CrI) was calculated by the peak height method [20] . The equation is CrI = (I 002 − I AM )/I 002 × 100% (1) where I 200 is the height of the (002) crystalline peak and I AM is the height of the amorphous halo. Degree of polymerization (DP) is measured according to ISO 53651-2010. The total charge was determined by conductometric titration, in which the total charge of fibers is calculated based on the consumption of NaOH.
Tensile Strength
Tensile strength measurements were conducted by a Zwick Z005 universal testing machine (Zwick, Ulm, Germany) by the constant rate of elongation method (100 mm/min). The size of the test pieces was 150 mm × 15 mm. The initial distance between two clamps was 100 mm. For each type of presspaper, five samples were tested at room temperature with a relative humidity of~50%.
Breakdown Behavior
The DC breakdown strength of samples was tested at room temperature. According to IEC 60243, a stainless steel symmetrical electrode was used in tests, and the electrode diameter was 25 mm. The size of presspaper samples was 50 mm × 50 mm. For each kind of presspaper, 10 samples were tested.
Modeling

Variables
Thirteen physicochemical parameters were selected to fully characterize the morphology, chemical composition, and other properties of fibers, as shown in Table 1 . The shape coefficient is the ratio of fiber projection length to actual length. A larger value indicates a smaller degree of fiber bending. To facilitate the descriptive analysis in the regression equation, the physicochemical parameters are mapped to variables x 1 to x 13 . The 18 kinds of fibers and the presspaper samples made thereof are numbered 1 to 18 in sequence. According to Table 1 , the physicochemical parameters of samples 1 to 18 were measured (shown in Table 2 ). In a subsequent multivariate analysis, samples 1 to 16 will be used as the training sample set and samples 17 to 18 will be used as the test sample set. There are significant changes in the value of DP, ash, and total charge. To determine whether there is a significant overlap in the characterization of these three parameters on fibers, Figure 1a gives their distribution characteristics. It can be seen that there is no obvious linear relationship, which shows that they are relatively independent. Figure 1b gives the X-ray diffraction pattern of fiber samples. The diffraction peak waveforms of the fibers are very similar overall. Only the diffraction pattern of fiber No. 15 was changed in the vicinity of 2θ = 16 • , and the diffraction peak was split. Therefore, CrI can be used to describe the difference in crystal structure of fibers. The mechanical properties and breakdown strength results of the 18 presspaper samples, mapped to variables y 1 and y 2 , are shown in Table 3 . There are significant differences in the mechanical and breakdown properties of the samples. 
Small Sample and Multiple Correlation Problems
This paper hopes to establish a mathematical model to describe the relationship between the mechanical and electrical properties of presspaper and fiber physicochemical parameters, and realizes the prediction of presspaper performance. This requires multivariate data analysis methods. Possible methods include neural network analysis, multiple linear regression analysis, partial least-squares regression analysis, and structural equation modeling. The relationship between the input layer and the output layer of the neural network is difficult to express simply, and the model itself is quite complex; structural equations are mainly used to explore the relationship between underlying variables, while this paper studies the explicit variables of the physicochemical parameters of fibers and the mechanical and electrical properties of presspaper. There is no necessary correlation between the dependent variables (mechanical and breakdown characteristics) in the physical sense. For example, during the aging process of oilpaper insulation, the mechanical strength will decrease significantly, but the breakdown strength changes little. Consequently, this paper establishes a single-variable regression model.
Before conducting a multivariate data analysis, it is important to pay attention to the relationship between independent variables and the number of test samples. These two requirements are more stringent for multiple linear regression models, but relatively relaxed for partial least-squares regression models.
The number of sample points required to establish a multiple regression model is usually greater than the number of independent variables, recommended to be 2 to 5 times greater. 
The number of sample points required to establish a multiple regression model is usually greater than the number of independent variables, recommended to be 2 to 5 times greater. Table 1 gives 13 Molecules 2018, 23, 1507 6 of 14 independent variables, while the number of sample points used to build the model is only 16. Thus, the problem of few sample points needs to be solved first.
For this purpose, we can increase the number of test samples or reduce the number of variables. Considering that increasing the number of test samples is limited by many practical conditions, this paper focuses on reducing the number of variables. One method is to combine typical related analysis, filter and extract the information of each independent variable, recombine it into fewer variables, and establish the relationship between these variables and the mechanical and electrical characteristics of presspaper. This method is partial least-squares regression analysis. Another method to reduce the number of variables is to select independent variables with strong explanatory meanings to establish a multiple linear regression model. If the number of valid independent variables is 2 to 5, the problem of insufficient number of samples can be solved. Figure 1a shows that DP, ash, and total charge are basically independent of each other, but not all of the selected physicochemical parameters. Pearson correlation coefficients were used to quantify the degree of correlation between different variables, as shown in Figure 2 . It is generally believed that if the absolute value of the Pearson correlation coefficient is greater than 0.8, the correlation between the variables is very strong. All these values are maked out by "*" in Figure 2 . It can be seen that there is a strong correlation between some variables in Figure 2 , especially holocellulose and lignin as well as holocellulose and DP. To visually show the correlation between variables, Figure 2 also shows the scatter plots and confidence ellipses between the variables. The direction of the confidence ellipses correlates with the sign of the Pearson correlation coefficient, and the ratio of the major and minor axes correlates with the absolute value. Figure 2 indicates that the correlation between the mechanical strength and some of the fiber physicochemical parameters is not strong. Like hemicellulose, the corresponding Pearson correlation coefficient is only 0.38. For DC breakdown field strength, there is also a problem of weak correlation with some of the physicochemical parameters. It is inferred that it is not appropriate to establish the regression equation using all the physicochemical parameters as independent variables.
Partial Least Squares regression analysis is more applicable to a situation where there is a serious collinearity between variables, so that the new components extracted can effectively represent the original variables. In this problem, the Pearson correlation coefficient between many physicochemical parameters is relatively low, resulting in a recombined variable that does not include all of the information of the original independent variable. Actually, the constructed model has a poor prediction effect, and the model itself is fairly complicated, which is not conducive to the practical application. Hence, multiple linear regression is used in this paper.
For multiple linear regression, the high correlation between independent variables will lead to the difficulty and instability of regression coefficient estimation. For instance, since there is a strong correlation between hollocellulose(x 8 ), total lignin(x 7 ), and DP(x 12 ), x 8 will be eliminated first when conducting the multiple linear regression analysis.
To solve the small sample problem, two to five variables need to be selected from the remaining 12 physicochemical parameters. In order to select a subset that can better explain the variation of dependent variables, forward, backward, stepwise regression, and best subset selection can be used. The basis of judgment of the first three methods is to fix a test level, then calculate whether it passes the partial F test so as to conduct an independent variable screening. The choice of independent variables depends on the given test level. Therefore, this paper chooses the best subset selection method for variable selection. Based on the idea of enumeration, all possible combinations are traversed for a given number of independent variables, with the variable combinations listed with the highest goodness of fit. Then change the number of given arguments, and the best combination with different number of variables can be obtained. Considering the number of variables, R 2 , adjusted R 2 , and Mallows Cp value, the physicochemical parameters set suitable for multiple linear regression modeling could be determined. As the expected number of selected variables is 2~5, the range of given variables is 1~6 when conducting best subset selection. Table 4 shows the best subset results of the tensile strength model for presspaper. If only one physicochemical parameter is considered, the fiber length(x 1 ) is selected. If the number of physicochemical parameters to be considered is increased to two, the best subset is fiber width(x 2 ) and CrI(x 13 ). For a different number of variables, there is a corresponding best subset. Comparing the best subsets under different number of variables, we can see that with an increasing number of variables, the goodness-of-fit R 2 increases, indicating that the fitting effect of the regression model is improved. However, when the number of independent variables reaches a certain value, the goodness of fit that the newly introduced variable brings is very limited. If the number of variables increases from one to two, R 2 increases by 32.4%; when it increases from three to four, R 2 is only increased by 2.4%. Adjusted R 2 can partly eliminate the increase in goodness of fit due solely to an increase in the number of variables. Only when the new variable has a certain explanatory effect on the dependent variable does adjusted R 2 increase. Since fiber morphology parameters, such as fiber length and width, etc., affect the mechanical properties of the presspaper when they are introduced, the adjusted R 2 value increases. However, when the number of variables reaches two, increasing variables does not lead to a significant increase in the adjusted R 2 value.
Mallows Cp characterize the bias and accuracy of the model. When the number of independent variables is too small, the resulting model may have a biased estimate, resulting in an excessively large value of Mallows Cp; when the number of independent variables is excessive, overfitting may occur, resulting in the value being too small. Only when the Mallows Cp value is close to the number of predictors plus the constant number can the model estimate the regression coefficients more accurately and predict new variables. In Table 3 , when there is only one variable, the Mallows Cp value is 30.7, which is obviously too large; when the number of variables increases to three or more, the Mallows Cp value is too small. When the number of variables is two, the Mallows Cp value is 2.5, which is closer to 3. Considering that the goodness of fit and adjusted R 2 value are relatively high, and no further significant increase occurs with increasing variables, the physicochemical parameters that are suitable for establishing the tensile strength regression model of presspaper are fiber width(x 2 ) and crystallinity(x 13 ). Similarly, for the AC breakdown strength regression model, the number of variables selected is three, and the selected parameters are fiber length(x 1 ), fines(x 5 ), and total charge(x 11 ). The values of adjusted R 2 and Mallows Cp are 82.5% and 4.1, respectively. For the DC breakdown strength regression model, the number of selected variables is three, and the selected parameters are fiber length(x 1 ), fines(x 5 ), and total lignin(x 7 ). The value of adjusted R 2 and Mallows Cp are 89.2% and 4.0, respectively.
Results and Discussion
Multiple Linear Regression Model for Mechanical Properties of Presspaper
The multiple linear regression model between the tensile strength of the presspaper(y 1 ) and fiber width(x 2 ) and CrI(x 13 ) is shown in Table 5 . The goodness of fit of the model reached 87%, and predicted R 2 reached 73%. The P value is less than 0.05 for x 2 and x 13 , indicating their strong relationship with the tensile strength of presspaper, and it is necessary for them to be included in the model. To test the degree of collinearity among the selected variables, the variance inflation factor (VIF) is presented in Table 6 . This means that there is no correlation between independent variables, if VIF is equal to 1; if VIF is greater than 10, it means that there is a strong link between independent variables; if VIF is between 1 and 5, it means there is a certain degree of correlation between independent variables, but it will not have a serious impact on the regression coefficient estimation of the model. As shown in Table 6 , VIFs of x 2 and x 13 are very close to 1, so there is no problem of multicollinearity. The above shows that, from a statistical point of view, it is necessary and feasible that the tensile strength regression model includes both x 2 and x 13 . To further illustrate the rationality of the model, Figure 3a shows the normal distribution of standardized residuals. Since the residuals are standardized, the µ of the normal distribution approaches 0, and σ is close to 1. The standardized residual approximates a linear trend, indicating that it follows the normal distribution, and there is no undetermined variable in the established tensile strength model. All the standardized residuals are in (−2, 2), indicating that none of the data is an abnormal observation point. Comparing the fitting values with the actual values, as designated in Figure 3b , they are very close to each other. Actually, the deviations of the fitting values from the actual values were all within ±12%, among which the deviations of the No. 7 and No. 16 samples were the largest at 9.6% and −11.9%, respectively. This indicates that the model has a good fitting effect. The above analysis indicates that the obtained model is reasonable and credible from a statistical point of view. 
In terms of physical meaning, fiber width can enlarge the relative binding area between the two fibers, increasing the bond strength between different fibers [21] , thus promoting the enhancement of the tensile strength of presspaper. In addition, in the sample set for this study, there is a strong correlation between fiber length and fiber width, which means that the fiber width variable conveys part of the fiber length information. According to the Page model, the fiber length is positively correlated with the tensile strength of the paper, and a large amount of experimental data also confirms this [21] . This is why fiber length is selected as the single best variable. However, the longer the fiber length implies the lower fine fiber content, which is related to beating process. Fiber width is not highly correlated with fines because refining does not substantially affect the fiber width [22] . Fines have great significance for increasing the relative binding area between fibers. Therefore, the regression coefficient of fiber width in the model is positive. An increase in crystallinity indicates a decrease in the amorphous region of fibers and a corresponding decrease in the content of lignin and hemicellulose. Since lignin and hemicellulose have a significant effect on the bond strength between fibers, the tensile strength of the presspaper decreases. In addition, because of the difference in elastic modulus between crystal and amorphous region, the risk of cavitation increases, which is the major factor of plastic deformation, affecting the tensile behavior [23] . Therefore, the regression coefficient of CrI in the model is negative.We used the test set to evaluate the model's prediction results; the results are shown in Table 5 . Regarding sample No. 17, the measured value is 69.7 MPa, the predicted value is 74.6 MPa, and the deviation is +9.6%; for the No. 18 sample, the actual measured value is 100.7 MPa and the predicted value is 95.8 MPa. The deviation is −4.9%. It can be seen that the predicted value is close to the actual value and the prediction interval covers the actual value. On the whole, the multiple linear regression model of the tensile strength of presspaper has an acceptable prediction performance. 
Multiple Linear Regression Model of DC Breakdown Strength
The multiple linear regression model between the DC breakdown field strength of the presspaper(y2) and fiber length(x1), fines(x5), and total lignin content(x7) is shown in Table 6 . The goodness of fit of the model is as high as 91%, and the predicted R 2 value is 81%. All the P values of the independent variables are less than 0.05, and the VIF values are less than 5. This shows that the above variables have a clear explanatory effect on the DC breakdown strength, and there is no strong correlation between them. Figure 4a shows the standardized residual results of the DC breakdown strength regression model. The residual basically presents a linear trend, which illustrates that it has a normal distribution. Since standardized residuals are all located in (−2, 2), none of the data points is abnormal, indicating that this model could explain the experiment results statistically. Figure 4b shows the response characteristics of the DC breakdown strength model. The results illustrate that the fitting and actual values are very close. Specifically, the deviations of the fitting values and the actual values were all within ±12%, among which the deviations of the No. 8 and No. 15 samples were the largest at 9.0% and −11.7%, respectively. In summary, the DC breakdown strength regression model of presspaper is statistically reasonable and reliable.
In terms of physical meaning, fiber length and fines are closely related to the porous structure of the presspaper. Long fiber and relatively high fines content can moderately improve the bonding between fibers and reduce the average pore size. Breakdown of presspaper is often developed from partial discharge of internal pores [24] . According to the theory of gas discharge, smaller pores can withstand a higher electric field [24, 25] . Moreover, these internal pores allow the expansion of streamer under a high electrical field, together with charge injection, extraction, and recombination, leading to bond breaking, even DC electrical tree and breakdown. [26] Therefore, longer fibers and higher fines content help to improve the breakdown strength of presspaper. In addition, fines can also improve the surface uniformity of the sheet and help the surface electric field distribute evenly [27] . Thus, the regression coefficient of x1 and x5 in the DC breakdown model is positive. 
Model Information
Performance of the Prediction 
Multiple Linear Regression Model of DC Breakdown Strength
The multiple linear regression model between the DC breakdown field strength of the presspaper(y 2 ) and fiber length(x 1 ), fines(x 5 ), and total lignin content(x 7 ) is shown in Table 6 . The goodness of fit of the model is as high as 91%, and the predicted R 2 value is 81%. All the P values of the independent variables are less than 0.05, and the VIF values are less than 5. This shows that the above variables have a clear explanatory effect on the DC breakdown strength, and there is no strong correlation between them. Figure 4a shows the standardized residual results of the DC breakdown strength regression model. The residual basically presents a linear trend, which illustrates that it has a normal distribution. Since standardized residuals are all located in (−2, 2), none of the data points is abnormal, indicating that this model could explain the experiment results statistically. Figure 4b shows the response characteristics of the DC breakdown strength model. The results illustrate that the fitting and actual values are very close. Specifically, the deviations of the fitting values and the actual values were all within ±12%, among which the deviations of the No. 8 and No. 15 samples were the largest at 9.0% and −11.7%, respectively. In summary, the DC breakdown strength regression model of presspaper is statistically reasonable and reliable.
In terms of physical meaning, fiber length and fines are closely related to the porous structure of the presspaper. Long fiber and relatively high fines content can moderately improve the bonding between fibers and reduce the average pore size. Breakdown of presspaper is often developed from partial discharge of internal pores [24] . According to the theory of gas discharge, smaller pores can withstand a higher electric field [24, 25] . Moreover, these internal pores allow the expansion of streamer under a high electrical field, together with charge injection, extraction, and recombination, leading to bond breaking, even DC electrical tree and breakdown. [26] Therefore, longer fibers and higher fines content help to improve the breakdown strength of presspaper. In addition, fines can also improve the surface uniformity of the sheet and help the surface electric field distribute evenly [27] . Thus, the regression coefficient of x 1 and x 5 in the DC breakdown model is positive.
introduce new traps that can limit the movement of carriers [30] [31] [32] . Thus, the sign of the regression coefficient of x12 is positive in the model. On the other hand, lignin helps to increase the bonding strength between fibers and restrict the internal discharge. Therefore, the regression coefficient of the total lignin content is positive.
As shown in Table 6 , for the No. 17 sample, the measured breakdown strength is 15.5 kV/mm, and the predicted field strength is 15 kV/mm with a deviation of −3.2%. For sample No. 18, the measured breakdown strength is 18 kV/mm, and the predicted strength is 17.7 kV/mm with a deviation of −1.7%. This shows that the regression model of DC breakdown strength of presspaper has an excellent prediction performance. 
Multiple Linear Regression Model of Breakdown Strength Considering the Nanocellulose Reinforcing Effect
Existing studies have shown that the addition of nanocellulose in presspaper can effectively improve the performance of presspaper, especially the addition of cationic nanocellulose (CNFC) [33] . One explanation is that the interface developed between nanoparticles and the cellulose matrix provides deep traps for charge carriers, thereby enhancing insulating performance [7] . So far, we have used a multiple linear regression model to explore the relationship between presspaper properties and fiber physicochemical parameters. Furthermore, we hope to introduce nanocellulose modification in the model. This will allow the model to include both micron-scale fibers and nanoscale fibers, which will help enrich the connotation of the model and increase the value of application. By analogy with fines, this paper regards the content of nanocellulose, denoted as x14, as a physicochemical parameter of micro-fibers. Firstly, a linear regression model is established between the performance of presspaper and the content of nanocellulose. The constant term of the model is the performance of the presspaper without nanocellulose, then the previously obtained multiple linear regression model can be substituted, making the new model contain the reinforcing effect of nanocellulose. Due to the presence of negative groups such as carboxyl groups on the surface of fibers, fibers are electronegative [28] . Lignin contains a large number of carboxyl groups and is one of the major sources of fiber charges. Therefore, its impact on the breakdown field strength is similar to that of total charge. Figure 2 also suggests that there is a strong correlation between lignin content and total charge. There is no related report on the effect of total charge on the breakdown properties of presspaper. This study found that an appropriate increase in the total charge has a positive effect on the breakdown strength. A possible explanation is that the negatively electric groups on the cellulose surface, such as carboxyl, carbonyl, etc., can be seen as a chemical defect that provides small dipole moments that can act as shallow charge traps (typically~0.3 eV) [7] . Moderate traps can trap carriers and restrict their transport, suppressing internal discharges to a certain extent, thereby promoting the improvement of the breakdown strength [29] . This is similar to the fact that adding proper nano-additives can increase the breakdown strength because nanoparticles introduce new traps that can limit the movement of carriers [30] [31] [32] . Thus, the sign of the regression coefficient of x 12 is positive in the model. On the other hand, lignin helps to increase the bonding strength between fibers and restrict the internal discharge. Therefore, the regression coefficient of the total lignin content is positive.
As shown in Table 6 , for the No. 17 sample, the measured breakdown strength is 15.5 kV/mm, and the predicted field strength is 15 kV/mm with a deviation of −3.2%. For sample No. 18, the measured breakdown strength is 18 kV/mm, and the predicted strength is 17.7 kV/mm with a deviation of −1.7%. This shows that the regression model of DC breakdown strength of presspaper has an excellent prediction performance.
Existing studies have shown that the addition of nanocellulose in presspaper can effectively improve the performance of presspaper, especially the addition of cationic nanocellulose (CNFC) [33] . One explanation is that the interface developed between nanoparticles and the cellulose matrix provides deep traps for charge carriers, thereby enhancing insulating performance [7] . So far, we have used a multiple linear regression model to explore the relationship between presspaper properties and fiber physicochemical parameters. Furthermore, we hope to introduce nanocellulose modification in the model. This will allow the model to include both micron-scale fibers and nanoscale fibers, which will help enrich the connotation of the model and increase the value of application. By analogy with fines, this paper regards the content of nanocellulose, denoted as x 14 , as a physicochemical parameter of micro-fibers. Firstly, a linear regression model is established between the performance of presspaper and the content of nanocellulose. The constant term of the model is the performance of the presspaper without nanocellulose, then the previously obtained multiple linear regression model can be substituted, making the new model contain the reinforcing effect of nanocellulose.
With an increasing amount of nanocellulose added to presspaper, the performance of presspaper exhibits a clear, non-linear relationship [34] . When the CNFC content does not exceed 2.5 wt %, there is an obvious linear relationship between the breakdown strength and the nanocellulose content of presspaper. Figure 5a,b give a linear regression model between the AC and DC breakdown strength and the nanocellulose content, respectively. For DC breakdown strength, the model is:
The R 2 value reached 0.998. The regression coefficient of nanocellulose x 14 was 115.8, slightly higher than its coefficient in the AC breakdown regression model (y 3 *), which is:
The goodness of fit R 2 reached 0.999. The constant of the regression model is 10.4, which means that when the presspaper does not contain nanocellulose, the AC breakdown strength is 10.4 kV/mm.
A multiple linear regression model for DC breakdown strength of presspaper containing reinforcing effect of nanocellulose is obtained by combining multiple regression equations in Equation (3) and Table 6 : 
A regression model has been built to describe the correlation between fiber physicochemical parameters and AC breakdown strength of presspaper without nanocellulose. Combining the multiple regression equations in Equation (2) With an increasing amount of nanocellulose added to presspaper, the performance of presspaper exhibits a clear, non-linear relationship [34] . When the CNFC content does not exceed 2.5 wt %, there is an obvious linear relationship between the breakdown strength and the nanocellulose content of presspaper. Figure 5a,b give a linear regression model between the AC and DC breakdown strength and the nanocellulose content, respectively. For DC breakdown strength, the model is:
The R 2 value reached 0.998. The regression coefficient of nanocellulose x14 was 115.8, slightly higher than its coefficient in the AC breakdown regression model (y3*), which is:
A multiple linear regression model for DC breakdown strength of presspaper containing reinforcing effect of nanocellulose is obtained by combining multiple regression equations in Equations (3) and Table 6 : y2* = 10.1x1 + 0.52x5 + 0.54x7 + 115.8x14 − 7.7
A regression model has been built to describe the correlation between fiber physicochemical parameters and AC breakdown strength of presspaper without nanocellulose. Combining the multiple regression equations in Equation (2) and this regression model, a multiple linear regression model for AC breakdown strength of presspaper containing the reinforcing effect of nanofibers was obtained as follows: y3* = 7.13x1 + 0.41x5 + 0.041x12 + 80.8x14 − 7.6
It should be noted that x14 in Equations (4) and (5) should not exceed 2.5%. 
Conclusions
With the development of HVDC, the need for an environmentally-friendly and high-performance insulation paper that can withstand a higher electric field and mechanical stress has attracted research interest. This paper explores the effect of microfiber characteristics on tensile strength and DC breakdown field strength of presspaper:
1. A multiple linear regression model between tensile strength and fiber width variable and crystallinity variable was obtained. The goodness of fit was 87%, and the prediction accuracy of the test samples reached more than 90%. Multiple linear regression models were established 
1.
A multiple linear regression model between tensile strength and fiber width variable and crystallinity variable was obtained. The goodness of fit was 87%, and the prediction accuracy of the test samples reached more than 90%. Multiple linear regression models were established for DC breakdown strength of presspaper. The prediction accuracy of the model for testing samples is more than 95%. 2.
Multiple linear regression models of AC and DC breakdown strength of presspaper considering the reinforcing effect of nanocellulose were established. The model for AC breakdown strength is y 2 * = 7.13x 1 + 0.41x 5 + 0.041x 11 + 80.8x 14 − 7.6. The model for DC breakdown strength is y 2 * = 10.1x 1 + 0.52x 5 + 0.54x 7 + 115.8x 14 − 7.7. Among them, x 1 , x 5 , x 7 , x 11 , and x 14 represent fiber length, fines, total lignin content, total charge, and nanocellulose content, respectively.
It should be noted that characteristics of the three-dimensional structure of paper, such as fiber orientation and paper thickness, also affect the performance of presspaper, hence further investigation may consider these factors. Moreover, commonly used nano-additives also include metal oxides, graphene, etc. and the influence of this factor needs to be elucidated so that this approach can predict other nanocomposite systems.
